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5 ROOM BB-107 — FIRE PROTECTION
» SCALE: 1/2° = 10" e — .
> . ROOM BB-115 — FIRE PROTECTION
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MECH ‘L ROOM BB-129 — FIRE PROTECTION NOTES:
BB—123D % s SCALE: 1/2" = 107  — (THIS SHEET ONLY)
i . L (1) CONNECT TO NEAREST EXISTING SPRINKLER PIPING AND ADD A
3 \ PENDENT SPRINKLER HEAD TO PROVIDE COVERAGE IN ACCORDANCE
WITH NFPA 13.
8 COMMUNICATION ~ ' (2) CONNECT TO EXISTING SPRINKLER PIPING AND ROUTE TO BENEATH
o | DUCT AND INSTALL UPRIGHT SPRINKLER HEADS TO PROVIDE COVERAGE
. CLOSET @G\ IN ACCORDANCE WITH NFPA 13. PROVIDE WIRE STYLE SPRINKLER
H \ O 5 GUARDS FOR ALL HEADS LESS THAN 7 FEET ABOVE FINISHED FLOOR.
5 _ X
- BC-101B () (3) REMOVE EXISTING PENDENT SPRINKLER HEAD AND ROUTE SPRINKLER
i C)i PIPE UP AND INSTALL AN UPRIGHT SPRINKLER HEAD IN ACCORDANCE
] b | WITH NFPA 13
o o BREAK OUT RM GENERAL NOTES:
N B C_»I 09 (THIS SHEET ONLY)
ROOM BB-123D — FIRE PROTECTION | ROOM BC—=101B — FIRE PROTECTION 1. ALL MATERIALS AND EQUIPMENT USED ON THIS PROJECT SHALL BE
SCALE: 1/2° = 10" 3 n UL LISTED AND FM APPROVED.
e —— SCALE: 1/2" = 1'-0" L — 2. EXISTING PIPING IS THREADED SCHEDULE 40 BLACK STEEL PIPE. NEW
3 PIPING SHALL MATCH EXISTING.
- 3. EXISTING PIPING WILL BE PERMITTED TO BE REUSED BUT FITTINGS
2 ‘ \/ | @ AND HEADS SHALL BE NEW.
H 4. ALL PIPING AND EQUIPMENT INSTALLED ON THIS PROJECT SHALL BE
- ) INSTALLED IN ACCORDANCE WITH NFPA 13 AND VA FIRE PROTECTION
2 DESIGN GUIDE
o . ' v@ 5. ALL NEW PENDENT HEADS INSTALLED SHALL BE ON A RETURN BEND
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ROOM BC-104F — FIRE PROTECTION BASEMENT KEY PLAN
SCALE: 1/2" = 1'-0" y SCALE: NTS
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